








6. Once all batteries have been properly con�gured, reconnect to your battery. Now, you should be able to 
see all your batteries represented as one bank, and you can run the functionalities described below!  

Monitor:
•  Battery Voltage
•  SoC, DC Current
•  Power
•  Ah Remaining
•  Charge State
•  Time Remaining
•  Battery Temperature

Track:
•  Ah Today, Yesterday, 2 
days ago, and 7 days ago

Read Detailed 
Information:
•  High & Low Voltage 
    Disconnect limits
•  Low SoC Limits
•  Desired Voltage &. 
Current
•  Discharge & Charge Bus 
    switch statuses
•  # Of Charge Cycles
•  Deepest & Average 
    Discharge Depth
•  And more!
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Settings:
•  Toggle the DC source power 
     to turn off & on all the 
     batteries con�gured to this 
     DC Source. 
•  Toggle the DC charge switch 
     to disable & enable the 
     charge path to all the   
     batteries con�gured to 
     this DC Source.
•  Toggle the Battery’s Internal 
     Heater:

�• Automatic: Will turn on 
the heater automatically 
based on the tempera-
ture.

�• On: Will turn on if the 
Battery is Cold

�• Off: Will disable the 
Battery Heater

•  Re-con�gure multiple 
    batteries in series or parallel 
    in the “DC Setup Screen” 

Battery Settings
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